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STEEL CONDUIT
SEE NOTE 3
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5CHEDULE 80 PVC
OR RIGID GALVANIZED

STEEL CONDUIT
SEE NOTE 3

STREET LIGHT/TRAFFIC SIGNAL CONDUIT TRENCH

1. BACKFILL TO BE COMPACTED 90%.
2. CONDUIT SHALL BE PLACED A MINIMUM OF 307

BELOW GRADE BEHIND CURB.

3. FOR TRAFFIC SIGNALS, USE
SCHEDULE 40 PVC OR
RIGID GALVANIZED STEEL CONDUIT.

1" WIDE, 18" DEEP MINIMUM

BELOW GRADE IN STREET, AND A MINIMUM OF 18"
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